(E) MX—316

(N) 27°C, 1—12 STRAND FIBER CABLE + 4PR #18 AWG CABLE (NOTE 1)

FURNISHED AND INSTALLED BY LBNL. SEE DRAWING 4B48E034
FOR CONTINUATION.
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CONSTRUCTION NOTES:

1. "NTD” TO GET 4PR #18 AWG CABLES FROM ELECTRIC SHOP
AND INSTALL WITH 1—-12 STRAND FIBER CABLE. LEAVE 15 FEET

OF COILED CABLES AT "FACP” END.
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ADDED CONDUIT FOR FIBER CABLE (FE5012)
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